December 8, 2005

U.B. Environmental Protsotlon Agancy
Bmggion I
Air, Radiation & Toxios Division
1850 Arch 3treet

Fhiladelphis, PBR 19103-2029
ATTH: James W. Hagedorn (3AT23

By, Hoger O,
Departy .}
sareay of Bir

Di{'rtm@nf of Justice

Environmental and Metural Resource Division
Environmental Enforcement Section

= Box, Box 7811

2247845 Ben Franklin Station

r Washington, D.C. 20044

ATTN:  David Strest, Esg.

Ps hfrgh, ?R 15
ATTH: Steve Hepl

Subject: USE Refersncs Number: 0
AUHD Reference Number: 7

ur Plant

Clairton Works

5
Gz8

Gent lamen:

The attached form confirms our ver fﬁport of the subject incid . Any
copcerning this matter bhwuld be referred to Colean M. Davis at 233-101%,

Sinvcerely,

’“Wt Marns .
Clagirton Works

ED_002508A_00001045-00001



10.

NOTICE OF OUTAGE OF EQUIPMENT
ARTICLE XXT -~ SECTION 2108.1

US%E Reference Number: O5-0224
ACHD Feference Humbeyx: 7028

Date & Time of Breakdown: Date: 12/07/05 Time: 1430 hours

Company Hame: U.S5. Steel Corporation - USS Clairton Works

Specific Equipment Involved or Affected: Sulfur Plant

BAPC Permit Number (if applicable):

Location: Clairton, PA

Nature and cause of breakdown: Gas flow through the Sulfur Plant was

disrupted when the C658 sulfur plant stripper vacuum axi tripped off

line. The cause is still under investigation.

Identification of Emissions:

A, Type(s} (CO, NOX, 80, Particulates, Hydrocarbons, etc.)
Hydrogen Sulfide in the down river gas, causing higher 80, at
the combustion points. The daily average grains of H,8 did not
exceed 40, The combustion points were Clairton Bollers and the
Irvin Peachtree Flare.

B. Toxic qualities of each type (including its qualities as an
irritant, and its potential for causing illness, disability, or

mortality). S0, is an eye, nose, and throat irritant.

. Amount of each type emitted {(or likely to be emitted).

Chemical Quantity Relsased {lbs)
At Clairton Boilers

o0 10200

50, P 1280

N, 256

BT 448

Measures taken (or to be taken) to minimize length of breakdown and
amount of emissions, including shutdown or curtailment {oxr why it is
impossible or impractical to do so).

The 101J Axi was brought on line and full gas flow restored te the
plant.

Facility back in operation ~ Date; 12/07/05 Tinme: 1800 hours

Signature é ng . 2;“ .)%L{fh Date Z&ﬂ}é/{gs
Coleen M. Davis
Senior Environmental Contrel Engineex Phone: 233~-101%
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